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P902 / NO SCALE

GENERAL PLUMBING NOTES

GENERAL:

WALL HYDRANT (WH) — WOODFORD MODEL 60
FREEZELESS TYPE WITH BUILT—IN
VACUUM BREAKER AND KEY OPERATED

PP TP IRES i (PSP FEEE

WITH SAME THICKNESS OF ADJACEMENT INSULATION

MAXIMUM PIPE/TUBING SUPPORT SPACING, FEET

NOM. SIZE THRU 3/4" Top=1/ap=1/20 20 |2-1)2

3

PIPE 7 FT 7 7 9 10 "

12

TUBING 5 FT 6 7 8 8 9

10

NOTE: FOR TRAPEZE HANGER TAKE SPACING OF SMALLEST SIZE ON TRAPEZE

WATER PIPE HANGER DETAIL
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FLOOR DRAIN INSTALLATION - TYPICAL TRAP PRIMER DETAIL
P901 / NO SCALE SHEET METAL SHIELD
"IN INSULATION AT HANGER POINTS USE
CALCIUM SILICATE OR FOAM GLASS
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one foot
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G1. THE PLUMBING SYSTEM AND ALL ASSOCIATED EQUIPMENT SHALL -~ | \
BE INSTALLED AND MAINTAINED IN ACCORDANCE WITH FULL
REQUIREMENTS OF ALL STATE AND LOCAL AUTHORITIES HAVING D FINISHED FLOOR AN\ FLOOR SINK FLOOR S|NK\ CONCRETE FLOOR BY
JURISDICTION. S & ‘ \ H H H H H GENERAL CONTRACTOR
—4" MAX. C.l.
G2. DO NOT SCALE FROM THESE DRAWINGS. SEAL FLOOR PENETRATION
G3. DO NOT MAKE ANY CHANGES OR SUBSTITUTIO'}S WITHOUT SPECIFIC TO WASTE MAIN _
WRITTEN APPROVAL FROM THE ARCHITECT AND/OR ENGINEER. PER FLOOR PLAN\
TYPICAL DETAIL - INDIRECT 0
G4. ALL INDICATED WORK SHALL BE PERFORMED BY THE PLUMBING COMBINATION
CONTRACTOR UNLESS OTHERWISE NOTED. *Y" AND 1/8 BEND WASTE TERMINATION DEEP SEALTRAP———
W/ TRAP PRIMER
CONNECTION

AQUAINT HIMSELF WITH SITE CONDITIONS IN ORDER THAT HE FULLY
UNDERSTANDS THE WORK REQUIRED. FIELD MEASURE AND

VERIFY ALL DIMENSIONS AND CONDITIONS BEFORE PROCEEDING
WITH THE WORK.

G6. PIPING LAYOUTS ARE DIAGRAMMATIC AND INTEND TO SHOW
GENERAL ARRANGEMENT, SIZE AND CAPACITY. ALL OFFSETS ARE
NOT NECESSARILY SHOWN. CONTRACTOR SHALL ARRANGE AND
COORDINATE THE WORK, FURNISH NECESSARY OFFSETS, VALVES,
VENTS AND FITTINGS TO AVOID CONFLICTS WITH OTHER MECHANICAL

Q NO SCALE

—

GS5. THE SUBCONTRACTOR FOR THIS WORK SHALL CAREFULLY INSPECT AND ‘((

FLOOR SINK DETAIL - TYPICAL

NO SCALE

DIRECTION OF FLOW

INTERIOR CLEANOUT DETAIL

AND ELECTRICAL SERVICES AND WITH STRUCTURAL AND ARCHI— NO SCALE
TECTURAL ELEMENTS.
G7. ALL WORK SHALL BE PERFORMED IN ACCORDANCE WITH ALL
APPLICABLE REGULATIONS INCLUDING BUT NOT LIMITED TO NATIONAL, .
STATE AND LOCAL CODES ALONG WITH ORDINANCES WHICH MAY BE NCESaARIY Shown o brawnes. PLUMBING ABBREVIATIONS AND SYMBOLS
IN EFFECT. ALL PLUMBING MATERIALS, INSTALLATION PROCEDURES '
AND SYSTEM LAYOUTS SHALL BE APPROVED BY ALL APPLICABLE
CODE ENFORCEMENT AUTHORITIES HAVING JURISDICTION AND IT SHALL AFF ABOVE FINISHED FLOOR DESCRIPTION SYMBOL
BE THE PLUMBING CONTRACTOR'S RESPONSIBILITY TO OBTAIN AND BLDG BUILDING
PAY FOR ALL NECESSARY PERMITS AND APPROVALS FOR THIS CLG CEILING
INSTALLATION. CFH CUBIC FEET PER HOUR
co CLEANOUT NEW DOMESTIC COLD WATER PIPING -
G8. THE PLUMBING coTNTRACTOR SHALL PROVIDE A COMPLETE SET OF g\?VNN gg[‘g\ENCATT'gg NEW DOMESTIC HOT WATER PIPING -
RECORD "AS—BUILT” DRAWINGS INDICATING THE PRECISE LOCATION
OF ALL NEW SYSTEMS, EQUIPMENT CONCEALED OR EMBEDDED DFU DRAINAGE FIXTURE UNIT NEW DOMESTIC HOT WATER RECIRC PIPING T
PIPING AND PIPING CONNECTIONS. THESE DRAWINGS SHALL ALSO BK* B'(/)*V'\\/'/ETER NEW SANITARY PIPING
INCLUDE ALL CHANGES AND DEVIATIONS FROM BID DOCUMENTS. DN DOWN @ NEW VENT PIPING
G9. ALL PLUMBING FIXTURES SHALL HAVE THEIR OWN INDEPENDANT Eéunv Egﬁ'ﬂPMENT CONNECT TO EXISTING (7]
SHUT—OFF VALVES, INSTALLED IN AN EASILY ACCESSIBLE AND PRESSURE & TEMPERATURE VALVE —0
CONVENIENT LOCATION EXIST EXISTING
. FD FLOOR DRAIN FLOOR DRAIN
G NATURAL GAS
HGT HEIGHT FLOOR SINK
HW HOT WATER TRENCH DRAIN
MIN MINIMUM CHECK VALVE >
MTG MOUNTING PRESSURE BALANCING VALVE het
TYP TYPICAL FLOW ARROW
VTR VENT THRU ROOF
WCO WALL CLEANOUT HOSE BIBB Osparte Iy
CLEAN OUT —O —i
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GENERAL NOTES:

SHEET NOTES:

LEGEND:

| 00% 199UED FOR CONSTRUCTION

COMPLETION ITEM NO. 3
FULLY SPRINKLERED
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